INDEX OF DRAWINGS

GENERAL

G000  COVER SHEET

ARCHITECTURAL DESIGN:
Hollis + Miller Architects
1220 Main Street Box 922
Kansas City, MO 64108
CONTACT: Michael Patrick
PHONE: (816) 442-7700
FAX: (816) 599-2545

CONSTRUCTION MANAGERS:
Universal Construction
200 E. 79th Street
Lenexa, KS 66214
CONTACT: Archie Smith
PHONE: 913.342.1150

NEW DESCO FLOORING AT CAFE
AND ALL RELATED LABOR,
(2,400 SF +/-)
DESCO: GRANITE SERIES
PREP WORK TO INSTALL
2.01.2018

Please consider the environment before printing this.
INDEX OF DRAWINGS

General
GF-G000  Cover Sheet

Telecommunications
GF-T000  Special Outlet Schedule
GF-T100A  Telecommunications Station Plan - Area A
GF-T100B  Telecommunications Station Plan - Area B
GF-T100C  Telecommunications Station Plan - Area C
GF-T100D  Telecommunications Station Plan - Area D
GF-T100E  Telecommunications Station Plan - Area E
GF-T100F  Telecommunications Station Plan - Area F
GF-TR01  Telecommunications Rooms
GF-TC01  Telecommunications Cable Tray Plan - Upper Floor
GF-TC02  Telecommunications Cable Tray Plan - Lower Floor
GF-TB01  Telecommunications Backbone Plan - Upper Floor
GF-TB02  Telecommunications Backbone Plan - Lower Floor

SITE

Address
Gerner Family Early Education Center
8100 N Congress Ave
Kansas City, MO, 64152

Vicinity Map

AREAS

UPPER FLOOR  LOWER FLOOR

A  B  E  F
C  D

Project Site
**Special Outlet Schedule - Wall**

- **Typical Data Work Area Outlet** (ref. spec.) with specified quantity of Data Horizontal Cables (Copper) (Cat6a) (ref. spec.) from nearest TR.
- **Typical Wall Phone Outlet** (ref. spec.) with (1) one Data Horizontal Cable (Copper) (Cat6a) (ref. spec.) from nearest TR.
- **Typical Audio-Visual Outlet** (ref. spec.) with (2) two of Data Horizontal Cables (Copper) (Cat6a) (ref. spec.) from nearest TR and Audio Visual Cable (ref.spec) to ceiling projector.

**Special Outlet Schedule - Ceiling**

- **Typical In-Ceiling Data Outlet** (ref. spec.) with (1) one Data Horizontal Cable (Copper) (Cat6a) (ref. spec.) from nearest TR.
- **Typical In-Ceiling Data Outlet** (ref. spec.) with (2) two Data Horizontal Cables (Copper) (Cat6a) (ref. spec.) from nearest TR.
- **Typical In-Ceiling Data Outlet** (ref. spec.) with specified quantity of Data Horizontal Cables (Copper) (Cat6a) (ref. spec.) from nearest TR.
- **Typical Television Outlet** (ref. spec.) with (1) one Data Horizontal Cables (Copper) (Cat6a) (ref. spec.) and (1) one Coax Cable from nearest TR.

**Special Outlet Schedule - Floor**

- **Typical Audio-Visual Floor Outlet** (ref. spec.) with (2) two of Data Horizontal Cables (Copper) (Cat6a) (ref. spec.) from nearest TR and Audio Visual Cable (ref.spec) to ceiling projector or television.

**Symbols**

- Excluded Area
- Ceiling Demolition
- Outdoor Area
- Area not included in current section - refer to section map and corresponding sheet

**Special Outlet Schedule - Other**

- **Typical Alarm Outlet** (ref. spec.) with specified quantity of Data Horizontal Cable (Copper) (Cat6a) (ref. spec.) from nearest TR.
- **Typical HVAC Outlet** (ref. spec.) with specified quantity of Data Horizontal Cable (Copper) (Cat6a) (ref. spec.) from nearest TR.
- **Typical Intercom Outlet** (ref. spec.) with specified quantity of Data Horizontal Cable (Copper) (Cat6a) (ref. spec.) from nearest TR.
- **Typical Door Access Control Location** (ref. spec.) with (1) one Door Control Cable (Copper) (ref. spec.) from nearest TR (excluding zone enclosures).
*** NO WORK REQUIRED ***
Add BP to existing AV cabinet.

No AV demo in this section. Coordinate with owner.